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The following terms are used throughout this Control Supplement to bring attention to the
presence of hazards of various risk levels or to important information concerning the life of the
product.

Indicates presence of hazards that will cause severe personal injury, death or
substantial property damage.

Indicates presence of hazards that can cause severe personal injury, death or
substantial property damage.

Indicates presence of hazards that will or can cause minor personal injury or
property damage.

Indicates special instructions on installation, operation or maintenance that
are important but not related to personal injury or property damage.

Hazard definitions

Please read this page first
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This Control Supplement must only be used by a qualified installer/service
technician. Read these instructions completely before beginning the
installation. Failure to follow these instructions can cause severe personal
injury, death or substantial property damage.

This Control Supplement is for CSD-1 controls on LGB-5 boilers only.

This document is only intended as a supplement to the LGB Installation •
Start-up • Service • Parts Manual (referred to in this Supplement as the
LGB Manual). Follow all instructions in the LGB Manual in addition to the
instructions in this Control Supplement.

The installation must conform to the requirements of the authority having
jurisdiction, or, in the absence of such requirements, to the National Fuel Gas
Code, ANSI Z-223.1/NFPA-54 (latest edition). Where required by the authority
having jurisdiction the installation must conform to the American Society of
Mechanical Engineers (ASME) Safety Code for Controls and Safety Devices
for Automatically-Fired Boilers, Number CSD-1.

To the installer:
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Carton guide

Table 1 Boiler cartons

Verify that the correct cartons are available before beginning assembly.
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1. Assemble bracket and pilot burner to main burner number 5 (from left side) as shown in
Figures 1 and 2.

2. Connect 125 °C ground wire (provided in control carton) from pilot mounting bracket (per
Figure 2) to the ignition control module grounding screw on the control panel (after ignition
control panel is mounted per this Supplement).

3. Connect pilot spark and sense wires to the ignition control (terminals SPARK and SENSE)
(after the ignition control panel is mounted per this Supplement).

4. Reinstall burner assembly.  Make sure pilot is located in the position shown in Figure 1.

Figure 1

Pilot burner assembly
Locate pilot burner in 5th

position from left, as shown.

Figure 2

Electronic pilot burner
assembly to main burner

Install pilot burner
assembly

Installation & boiler assemblyA
Place the boiler Refer to the LGB Manual and read through entire manual. Follow all guidelines in Sections I

through VI. Complete the following steps of Sections I through VI of the LGB Manual —
I Pre-installation
II Boiler assembly (base, sections, pressure test and flue collector hood)
III Piping (boiler water or steam piping connections)
IV Jacket
V Draft hood
VI Install boiler controls (refer to this Supplement for the controls supplied with CSD-1

boilers and requirements for installing them)
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Connect gas train assembly to burner manifold by:

1. Apply pipe dope to burner manifold nipple (Figure 3, item 1).

Pipe joint compound used must be resistant to corrosive action of liquefied
petroleum gases. Apply sparingly only to male threads of pipe joints. Use of
excessive pipe joint compound can result in damage and possible failure of
gas train components.

2. Pipe lower half of gas train ground joint union to this nipple (Figure 3, item 2).

3. Knock out the gas valve opening on the left side of the boiler. The gas supply can only
enter from the left because of the length of the gas train.

4. Place gas train in position and hand-tighten the ground joint union. Position the gas train
assembly and tighten the union securely.

5. Connect vent lines (routed to outside per code requirements) to ¹⁄₄" tubing vent
connections on main gas valve and pilot gas pressure regulator (Figure 3, item 3).

6. Connect pilot gas tubing (¹⁄₈" aluminum) to adapter in pilot gas valve outlet (Figure 3,
item 4).

7. Crimp connect two ¹⁄₄" spade terminals to ends of pilot gas valve wires (Figure 3, item 5).

Install gas train
assembly

Figure 3

Gas train assembly

Installation — continuedA
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1. Size natural gas piping from Table 2, below.  Size piping to provide proper inlet pressure to
gas valve when operating at rated input.

a. Inlet gas pressure to manual main shutoff gas valve —
minimum 5” W.C. — maximum 13” W.C.

b. If pressure to gas valve exceeds 13” W.C., install 100% lockup gas pressure regulator
upstream of gas valve.

c. To obtain approximate cubic feet per hour, divide input (Btu/hr) by 1000.

2. Size gas piping considering:

a. Diameter and length of gas supply piping.

b. Number of fittings.

c. Maximum gas consumption (including any possible future expansion).

d. Allowable pressure drop from gas meter to boiler.  For pressure drops, see ANSI
Z223.1. – latest edition.

3. Follow good piping practices.

Pipe joint compound used must be resistant to corrosive action of liquefied
petroleum gases. Apply sparingly only to male threads of pipe joints. Use of
excessive pipe joint compound can result in damage and possible failure of
gas train components.

4. Install manual main gas valve and drip leg at inlet of gas connection to boiler.  Where local
code/utility requires, extend drip leg to floor.

5. Install ground joint union when required for servicing.

6. Support piping by hangers, not by boiler or its accessories.

7. Purge all air from supply piping.

8. Before operating boiler, check boiler and its gas connections for leaks.

Do not check for gas leaks with an open flame — BUBBLE TEST.  Failure to
use bubble test or test for leaks can cause severe personal injury, death or
substantial property damage.

a. Close manual main gas valve during any pressure testing at less than 13” W.C.

b. Disconnect boiler from gas supply piping during any pressure test greater than 13”
W.C.

Gas pipingB
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Table 2 — Gas pipe sizing — natural gas

1. LGB-5 CSD-1 boilers are equipped with the following components, as required by the
ASME CSD-1. Consult local codes for any special or additional requirements.

a. LGB-5 CSD-1 water boilers include the following:

• manual reset high temperature limit control.

• automatic reset limit control.

• manual reset low water cutoff (probe type). Install the probe low water cutoff in
the supply or return piping, above the top of the boiler. The low water cutoff must
be mounted between the boiler and any isolation valve(s) installed in the piping.

b. LGB-5 CSD-1 steam boilers include the following:

• manual reset high pressure limit control.

• automatic reset limit control.

• manual reset low water cutoff  (float type).

• float type automatic reset low water cutoff (gravity return steam boilers)

— or —

float type automatic reset low water cutoff/pump control (pumped return steam
boilers).

The controls may be mounted on either end of the boiler. All controls (and
the junction box) must be mounted on the same end.

Water and steam trim componentsC

Pipe size

*Pipe length, in feet (Natural Gas capacities listed in MBH)

(Specific gravity 0.60 @ Pressure Loss of 0.30" W.C.)

10 20 30 40 50 75 100 150

1 ¼ 1,050 730 590 500 440 360 305 250

1 ½ 1,600 1,100 890 760 670 545 460 380

2 3,050 2,100 1,650 1,450 1,270 1,020 870 710

2 ½ 4,800 3,300 2,700 2,300 2,000 1,650 1,400 1,130

3 8,500 5,900 4,700 4,100 3,600 2,900 2,500 2,000

4 17,500 12,000 9,700 8,300 7,400 6,000 5,100 4,100

*Include measured length of gas supply piping and allowance in feet for number and size of fittings.
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For your safety, turn off electrical
power supply before making any
electrical connections to avoid
possible shock hazard.

A strain relief bushing and adapter
must be used at each point where
wiring passes through the boiler
jacket or control cases to protect
wiring insulation.

The boiler limit controls and low
water cutoff(s) are exterior to the
boiler jacket, and must be wired per
N.E.C. class 1 in conduit. The wire
(No. 14 gauge or heavier) and
conduit for these controls is supplied
by the installer  — it is not included
with the boiler.

Assembly illustration and wiring
diagrams

This Supplement contains a schematic and ladder
wiring diagram.

The diagrams show limit control and low water cutoff
connections for both water and steam boilers.

See Figure 5, pages 12 and 13 for a typical finished
assembly.

General

Refer to LGB Manual for further information.

All wiring must be installed in accordance with the
requirements of the National Electrical Code and any
additional national, state or local code requirements
having jurisdiction. All line voltage wiring external to
boiler jacket must be N.E.C. class 1.

Provide a separate electrical circuit with a fused
disconnect switch (15 amp recommended) to supply
the boiler. Wiring to the boiler must be No. 14 gauge
or heavier, installed in conduit.

The boiler must be electrically grounded in accordance
with the National Electrical Code, ANSI/NFPA No. 70,
latest edition.

Use 105 °C thermoplastic wire, or equivalent, if any
original wire must be replaced (except for pilot spark
and sense wires and 125 °C pilot burner ground wire).

Wiring procedure

1. Mount all controls as directed in Section C of this
Supplement. Refer to the assembly illustration,
Figure 5, page 12 for component locations.

2. Mount the junction box supplied with the boiler
on the inside left (or right) side of the jacket as
shown in the assembly illustration (using screws
and nuts provided). The junction box must be
mounted on the same end of the boiler as the
controls will be mounted.

3. Attach the transformer/relay to the junction box.

4. Mount the CSD-1 control panel on the jacket
interior panel as shown in the assembly
illustration, Figure 5, page 12 (using screws and
nuts provided).

5. Crimp connect ¹⁄₄" spade terminals (provided) to
the pilot gas valve wires (if not already done in
Section A of this Supplement). Connect the pilot
valve black wire to the ignition control PV
terminal. Connect the pilot valve white wire to the
main gas valve TR terminal.

6. Connect pilot burner ground wire, spark wire and
sense wire to ignition control as directed in wiring
diagram and Figure 2, page 4.

7. The main gas valve wires are pre-attached to the
CSD-1 control panel. Connect these wires as
shown in the wiring diagram.

8. Use minimum 14-gauge thermoplastic wire
(105 °C or better), supplied by installer, to
complete wiring of the remaining components
according to the appropriate wiring diagram and
the assembly illustration. Route all wiring to
external components (limit controls and low water
cutoffs) in conduit per N.E.C. class 1.

WiringD
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Wiring — sequence of operation

General

The following sequence of operation applies to all wiring covered by this Supplement — both
water and steam.

Call for heat

On a call for heat (from thermostat or operating control):

1. Limit control and water level control contacts are assumed closed.

2. Ignition control checks for signal at pilot. (No signal should be present.)

If no signal is sensed (normal condition):

a. Pilot solenoid opens.

b. Pilot ignition spark begins.

c. Pilot ignites.

d. Pilot proves.

If a signal is sensed (abnormal condition), the control will lockout.

On failure to establish pilot flame signal within 15 seconds, the ignition
control will turn off the pilot gas valve. It will wait 5 minutes, then retry
for ignition. If the second ignition attempt fails, the ignition control will
lockout and illuminate the red lockout light.

This will activate the alarm contact of the impulse relay, providing an
isolated contact closure across terminals A1 and A2 of the CSD-1 control
panel terminal strip. The contact rating is 15 amps at 250 VAC.

To reset the boiler, push the red reset button on the CSD-1 control panel.

3. Once pilot is proved the ignition control activates main gas valve. Main burners will ignite
and boiler will continue to fire until terminated by limit action or no call for heat.

Lockout modes

In addition to lockout on flame-sense failure, the boiler may also experience lockout due to
shutdown of a manual reset control.

The boiler is equipped with a manual reset limit control and a manual reset
low water cutoff. Should the limit control or the low water cutoff lockout, the
boiler will only restart after the limit control or low water cutoff reset switch
is pressed.

Steam boilers — Do not substitute another manual reset low water cutoff
for the one specified and supplied with the boiler. Other controls may not
operate as intended and could cause serious operating problems or failures.

D
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Figure 4

Ladder and schematic wiring diagrams
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Leak test procedureE
For your safety, turn off electrical power supply before
making any electrical connections to avoid possible shock
hazard.

1. Turn off power to the boiler and remove the (RED) wire from
terminal TH of the main gas valve (Figure 6, item 1). Tape off terminal
end of removed wire and restore power to the boiler.

2. Open hand gas valve (Figure 6, item 7).  Close manual gas valve
(Figure 6, item 2).

3. Check that both leak test valves (Figure 6, items 3 and 4) are closed.
Then remove plugs and insert 1/8" NPT hose barb fittings as shown in
Figure 6.

4. Attach a U-tube manometer to first leak test valve (Figure 6, item 3).

5. Open first leak test valve (Figure 6, item 3) and check for pressure. See
NOTICE below.

6. Close first leak test valve (Figure 6, item 3) and remove manometer.

7. Attach manometer to second leak test valve (Figure 6, item 4 ).

8. Apply call for heat to boiler and check that electronic pilot proves.

9. Open second leak test valve (Figure 6, item 4) and check for pressure.
See NOTICE below.

10. Close second leak test valve and remove manometer.

11. Remove call for heat to boiler. Turn off power to the boiler.

12. Remove hose barbs from leak test valves and replace plugs.

13. Replace (RED) wire to terminal TH of gas valve.

14. Open manual gas valve (Figure 6, item 2) and restore power to boiler.

When checking for pressure at the leak test valves, it is
normal to find a small pressure reading. If the pressure
continues to rise after opening the leak test valve, the
main valve seat is leaking and should be replaced.
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Figure 6

Gas train assembly
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This document is intended only as  a supplement to the LGB Manual. Follow all instructions in the LGB Manual,
including those regarding final adjustment and boiler operation and maintenance (found in Sections VII, VIII, IX
and X).

A. This boiler is equipped with an ignition device which automatically lights the pilot. Do not try to light the pilot
by hand.

B. BEFORE OPERATING THE MANUAL PILOT, smell all around the appliance area for gas. Be sure to smell
next to the floor because some gas is heavier than air and will settle on the floor.

WHAT TO DO IF YOU SMELL GAS

• Do not try to light any appliance.

• Do not touch any electric switch; do not use any phone in your building.

• Immediately call your gas supplier from a neighbor’s phone. Follow the gas supplier’s instructions.

• If you cannot reach your gas supplier, call the fire department.

C. Do not use this appliance if any part has been under water. Immediately call a qualified service technician to
inspect the appliance and to replace any part of the control system and any gas control, which has been under
water.

Operating instructionsF

Figure 7

Gas train assembly
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Starting the boiler

1. STOP! Read the safety information on opposite page.

2. Set the operating control to lowest setting.

3. Turn off all electrical power to the appliance.

4. Remove boiler front jacket panel.

5. This appliance is equipped with an ignition device which automatically lights the pilot. Do
not try to light the pilot by hand.

6. Close the pilot shutoff valve (Figure 7, item 5).  Open hand gas valve (Figure 7, item 7).
Close the manual gas valve (Figure 7, item 2).

7. Wait five (5) minutes to clear out any gas. Then smell for gas, including near the floor. If
you smell gas, STOP! Follow “B” in the safety information on the opposite page. If you
don’t smell gas, go to the next step.

8. Verify ignition control operation on flame failure:

a. Pilot shutoff valve and manual gas valve should both be closed.
b. Turn on electric power to the boiler.
c. The ignition control will initiate spark, attempting to light the pilot.
d. After 15 seconds the ignition control should shut down (no flame sensed). The

ignition control should then wait approximately 5 minutes, then attempt once again
to ignite the pilot.

e. With no gas available, the ignition control will be unable to light the pilot. After 15
seconds of ignition attempt, the control should shut down and lockout due to flame
failure.

f. If the ignition control performs correctly, turn off the electric power to the boiler and
proceed to step 9. If the ignition control does not operate correctly, skip to step 10.

9. Proceed with boiler start-up:

a. Open the pilot shutoff valve (Figure 7, item 5).
b. Open the manual gas valve (Figure 7, item 2).
c. Turn on electric power to the boiler.
d. Set operating control to desired setting.
e. The boiler should operate correctly. If so, proceed to step 11 and skip step 10.

10. If the appliance will not operate:

a. Turn off gas to the boiler by closing the manual gas valve (Figure 7, item 2). Also
close the pilot shutoff valve (Figure 7, item 5).

b. Turn off all electric power to the boiler.
c. Call your service technician or gas supplier.

11. Replace boiler front jacket panel.
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Replacement partsG
Figure 8 — Boiler assembly, typical
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Table 3 — Boiler replacement parts
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Weil-McLain
500 Blaine Street

Michigan City, IN 46360-2388
http://www.weil-mclain.com



<<
  /ASCII85EncodePages false
  /AllowTransparency false
  /AutoPositionEPSFiles true
  /AutoRotatePages /None
  /Binding /Left
  /CalGrayProfile (Dot Gain 20%)
  /CalRGBProfile (sRGB IEC61966-2.1)
  /CalCMYKProfile (U.S. Web Coated \050SWOP\051 v2)
  /sRGBProfile (sRGB IEC61966-2.1)
  /CannotEmbedFontPolicy /Error
  /CompatibilityLevel 1.4
  /CompressObjects /Tags
  /CompressPages true
  /ConvertImagesToIndexed true
  /PassThroughJPEGImages true
  /CreateJobTicket false
  /DefaultRenderingIntent /Default
  /DetectBlends true
  /DetectCurves 0.0000
  /ColorConversionStrategy /CMYK
  /DoThumbnails false
  /EmbedAllFonts true
  /EmbedOpenType false
  /ParseICCProfilesInComments true
  /EmbedJobOptions true
  /DSCReportingLevel 0
  /EmitDSCWarnings false
  /EndPage -1
  /ImageMemory 1048576
  /LockDistillerParams false
  /MaxSubsetPct 100
  /Optimize true
  /OPM 1
  /ParseDSCComments true
  /ParseDSCCommentsForDocInfo true
  /PreserveCopyPage true
  /PreserveDICMYKValues true
  /PreserveEPSInfo true
  /PreserveFlatness true
  /PreserveHalftoneInfo false
  /PreserveOPIComments true
  /PreserveOverprintSettings true
  /StartPage 1
  /SubsetFonts true
  /TransferFunctionInfo /Apply
  /UCRandBGInfo /Preserve
  /UsePrologue false
  /ColorSettingsFile ()
  /AlwaysEmbed [ true
  ]
  /NeverEmbed [ true
  ]
  /AntiAliasColorImages false
  /CropColorImages true
  /ColorImageMinResolution 300
  /ColorImageMinResolutionPolicy /OK
  /DownsampleColorImages true
  /ColorImageDownsampleType /Bicubic
  /ColorImageResolution 300
  /ColorImageDepth -1
  /ColorImageMinDownsampleDepth 1
  /ColorImageDownsampleThreshold 1.50000
  /EncodeColorImages true
  /ColorImageFilter /DCTEncode
  /AutoFilterColorImages true
  /ColorImageAutoFilterStrategy /JPEG
  /ColorACSImageDict <<
    /QFactor 0.15
    /HSamples [1 1 1 1] /VSamples [1 1 1 1]
  >>
  /ColorImageDict <<
    /QFactor 0.15
    /HSamples [1 1 1 1] /VSamples [1 1 1 1]
  >>
  /JPEG2000ColorACSImageDict <<
    /TileWidth 256
    /TileHeight 256
    /Quality 30
  >>
  /JPEG2000ColorImageDict <<
    /TileWidth 256
    /TileHeight 256
    /Quality 30
  >>
  /AntiAliasGrayImages false
  /CropGrayImages true
  /GrayImageMinResolution 300
  /GrayImageMinResolutionPolicy /OK
  /DownsampleGrayImages true
  /GrayImageDownsampleType /Bicubic
  /GrayImageResolution 300
  /GrayImageDepth -1
  /GrayImageMinDownsampleDepth 2
  /GrayImageDownsampleThreshold 1.50000
  /EncodeGrayImages true
  /GrayImageFilter /DCTEncode
  /AutoFilterGrayImages true
  /GrayImageAutoFilterStrategy /JPEG
  /GrayACSImageDict <<
    /QFactor 0.15
    /HSamples [1 1 1 1] /VSamples [1 1 1 1]
  >>
  /GrayImageDict <<
    /QFactor 0.15
    /HSamples [1 1 1 1] /VSamples [1 1 1 1]
  >>
  /JPEG2000GrayACSImageDict <<
    /TileWidth 256
    /TileHeight 256
    /Quality 30
  >>
  /JPEG2000GrayImageDict <<
    /TileWidth 256
    /TileHeight 256
    /Quality 30
  >>
  /AntiAliasMonoImages false
  /CropMonoImages true
  /MonoImageMinResolution 1200
  /MonoImageMinResolutionPolicy /OK
  /DownsampleMonoImages true
  /MonoImageDownsampleType /Bicubic
  /MonoImageResolution 1200
  /MonoImageDepth -1
  /MonoImageDownsampleThreshold 1.50000
  /EncodeMonoImages true
  /MonoImageFilter /CCITTFaxEncode
  /MonoImageDict <<
    /K -1
  >>
  /AllowPSXObjects false
  /CheckCompliance [
    /None
  ]
  /PDFX1aCheck false
  /PDFX3Check false
  /PDFXCompliantPDFOnly false
  /PDFXNoTrimBoxError true
  /PDFXTrimBoxToMediaBoxOffset [
    0.00000
    0.00000
    0.00000
    0.00000
  ]
  /PDFXSetBleedBoxToMediaBox true
  /PDFXBleedBoxToTrimBoxOffset [
    0.00000
    0.00000
    0.00000
    0.00000
  ]
  /PDFXOutputIntentProfile ()
  /PDFXOutputConditionIdentifier ()
  /PDFXOutputCondition ()
  /PDFXRegistryName ()
  /PDFXTrapped /False

  /CreateJDFFile false
  /Description <<

    /BGR <>
    /CHS <FEFF4f7f75288fd94e9b8bbe5b9a521b5efa7684002000410064006f006200650020005000440046002065876863900275284e8e9ad88d2891cf76845370524d53705237300260a853ef4ee54f7f75280020004100630072006f0062006100740020548c002000410064006f00620065002000520065006100640065007200200035002e003000204ee553ca66f49ad87248672c676562535f00521b5efa768400200050004400460020658768633002>
    /CHT <FEFF4f7f752890194e9b8a2d7f6e5efa7acb7684002000410064006f006200650020005000440046002065874ef69069752865bc9ad854c18cea76845370524d5370523786557406300260a853ef4ee54f7f75280020004100630072006f0062006100740020548c002000410064006f00620065002000520065006100640065007200200035002e003000204ee553ca66f49ad87248672c4f86958b555f5df25efa7acb76840020005000440046002065874ef63002>
    /CZE <>
    /DAN <>
    /DEU <>
    /ESP <>
    /ETI <>
    /FRA <>
    /GRE <>

    /HRV (Za stvaranje Adobe PDF dokumenata najpogodnijih za visokokvalitetni ispis prije tiskanja koristite ove postavke.  Stvoreni PDF dokumenti mogu se otvoriti Acrobat i Adobe Reader 5.0 i kasnijim verzijama.)
    /HUN <>
    /ITA <>
    /JPN <FEFF9ad854c18cea306a30d730ea30d730ec30b951fa529b7528002000410064006f0062006500200050004400460020658766f8306e4f5c6210306b4f7f75283057307e305930023053306e8a2d5b9a30674f5c62103055308c305f0020005000440046002030d530a130a430eb306f3001004100630072006f0062006100740020304a30883073002000410064006f00620065002000520065006100640065007200200035002e003000204ee5964d3067958b304f30533068304c3067304d307e305930023053306e8a2d5b9a306b306f30d530a930f330c8306e57cb30818fbc307f304c5fc59808306730593002>
    /KOR <FEFFc7740020c124c815c7440020c0acc6a9d558c5ec0020ace0d488c9c80020c2dcd5d80020c778c1c4c5d00020ac00c7a50020c801d569d55c002000410064006f0062006500200050004400460020bb38c11cb97c0020c791c131d569b2c8b2e4002e0020c774b807ac8c0020c791c131b41c00200050004400460020bb38c11cb2940020004100630072006f0062006100740020bc0f002000410064006f00620065002000520065006100640065007200200035002e00300020c774c0c1c5d0c11c0020c5f40020c2180020c788c2b5b2c8b2e4002e>
    /LTH <>
    /LVI <>
    /NLD (Gebruik deze instellingen om Adobe PDF-documenten te maken die zijn geoptimaliseerd voor prepress-afdrukken van hoge kwaliteit. De gemaakte PDF-documenten kunnen worden geopend met Acrobat en Adobe Reader 5.0 en hoger.)
    /NOR <>
    /POL <>
    /PTB <>
    /RUM <>
    /RUS <>
    /SKY <>
    /SLV <>
    /SUO <>
    /SVE <>
    /TUR <>
    /UKR <>
    /ENU (Use these settings to create Adobe PDF documents best suited for high-quality prepress printing.  Created PDF documents can be opened with Acrobat and Adobe Reader 5.0 and later.)
  >>
  /Namespace [
    (Adobe)
    (Common)
    (1.0)
  ]
  /OtherNamespaces [
    <<
      /AsReaderSpreads false
      /CropImagesToFrames true
      /ErrorControl /WarnAndContinue
      /FlattenerIgnoreSpreadOverrides false
      /IncludeGuidesGrids false
      /IncludeNonPrinting false
      /IncludeSlug false
      /Namespace [
        (Adobe)
        (InDesign)
        (4.0)
      ]
      /OmitPlacedBitmaps false
      /OmitPlacedEPS false
      /OmitPlacedPDF false
      /SimulateOverprint /Legacy
    >>
    <<
      /AddBleedMarks false
      /AddColorBars false
      /AddCropMarks false
      /AddPageInfo false
      /AddRegMarks false
      /ConvertColors /ConvertToCMYK
      /DestinationProfileName ()
      /DestinationProfileSelector /DocumentCMYK
      /Downsample16BitImages true
      /FlattenerPreset <<
        /PresetSelector /MediumResolution
      >>
      /FormElements false
      /GenerateStructure false
      /IncludeBookmarks false
      /IncludeHyperlinks false
      /IncludeInteractive false
      /IncludeLayers false
      /IncludeProfiles false
      /MultimediaHandling /UseObjectSettings
      /Namespace [
        (Adobe)
        (CreativeSuite)
        (2.0)
      ]
      /PDFXOutputIntentProfileSelector /DocumentCMYK
      /PreserveEditing true
      /UntaggedCMYKHandling /LeaveUntagged
      /UntaggedRGBHandling /UseDocumentProfile
      /UseDocumentBleed false
    >>
  ]
>> setdistillerparams
<<
  /HWResolution [2400 2400]
  /PageSize [612.000 792.000]
>> setpagedevice


